
PROVIDE 1/4" PLATE x 1'�6"
LONG x 2'�2" WIDE AT 4'�0" OC

L 4 x 4 x 3/8 x 0'�10" LONG
AT 4'�0" OC EACH SIDE
SEE NOTE 1

SEE TYPICAL CMU
NON�BEARING WALL
ELEVATIONS FOR INFORMATION

5/8" DIA HILTI KWIK TZ BOLT
EMBED = 4"
FOUR PER PLATE AT 12" OC

NOTE:

1. AT CONTINUOUS WALL INTERSECTIONS, SEE TYPICAL PLAN DETAIL AT MASONRY WALL
WITH INTERLOCKED INTERSECTIONS FOR BRACE SPACING REQUIREMENTS

3/16

PARTIAL HEIGHT COURSE
WHERE REQUIRED

.

1"

1" MINIMUM CLEAR
(�0", +1/2")

2'�2"

TYPICAL

DECK RIB

1'
�2

"

1/4" PLATE

L 4 x 4

WALL NOT SHOWN
FOR CLARITY

CL LOW DECK FLUTE
TYPICAL

  DETAIL

A

1" MAXIMUM FROM CL OF
FLUTE TO CL OF BOLT
TYPICAL

A

HOLES CAN BE SLOTTED
PARALLEL TO WALL AT
CONTRACTOR'S OPTION

L 4 x 4 x 3/8 x 1'�3" LONG
AT 4'�0" OC EACH SIDE
SEE NOTE 1

SEE TYPICAL CMU
NON�BEARING WALL
ELEVATIONS FOR
INFORMATION

NOTE:

1. AT CONTINUOUS WALL INTERSECTIONS, SEE TYPICAL PLAN DETAIL AT MASONRY WALL
WITH INTERLOCKED INTERSECTIONS FOR BRACE SPACING REQUIREMENTS

1"

1" MINIMUM CLEAR
(�0", +1/2")

2"

5/8" DIA HILTI KWIK TZ BOLT, EMDED = 4"
TWO PER ANGLE, ONE PER FLUTE CL
OF BOLT. SHALL BE 1" MAXIMUM FROM CL
OF FLUTE

  DETAIL

L 4 x 4

1'�0" .

SLAB ON DECK

1" MAXIMUM FROM CL OF
FLUTE TO CL OF BOLT
TYPICAL

A

A

CL BEAM

WALL
REINFORCEMENT
SEE SCHEDULE

SEE PLAN

DECK EDGE ANGLE
SEE DETAIL 1�3 ON S5.3.2
PREDRILL LONG SLOTTED
(VERTICAL) HOLES.
PLACE ANGLE TIGHT TO
INSIDE FACE OF CMU WALL

3/8" DIA HILTI HIT HY 150 MAX
(3 3/8" EMBED) INTO GROUTED
CELL AT 32" O.C. THROUGH
PREDRILLED HOLES IN AN
ANGLE. HAND TIGHTEN NUT
AND DAMAGE THREADS

E
Q

E
Q

1/2"

INSIDE FACE OF CMU WALL

PROVIDE KICKER, OR AT TRANSVERSE
BEAM PROVIDE FITTED STIFFENER
SEE NOTE 1

CL
BEAM

BENT PLATE 3/8" x 4" x 1'�0" LONG
EACH SIDE STAGGERED

4"

PROVIDE HORIZONTAL JOINT
REINFORCEMENT IN TOP JOINT

SEE TYPICAL CMU NON�BEARING WALL
ELEVATIONS FOR INFORMATION

NOTES:

1. FOR INTERIOR WALLS WITH HEIGHT <= 23'�6", KICKER SHALL BE PER TYPICAL KICKER DETAIL (P < 2,000 LBS)

2. FOR EXTERIOR WALLS, KICKER SHALL BE PER TYPICAL SPANDREL OR BRACED BEAM KICKER CONNECTION DETAIL

3. FITTED STIFFENER AT PERPENDICULAR BEAMS SHALL BE PER TYPICAL FULL HEIGHT FITTED STIFFENER AT SPANDREL
OR BRACED BEAM CONNECTION DETAIL

3" EACH
END OF
ANGLE
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  DETAIL

2'�0" 2'�0"

4'�0"

TYPICAL

1'�0"
3" MINIMUM OVERLAP

CMU WALLBOTTOM FLANGE
OF BEAM

BENT PLATE
ALTERNATE SIDE WITH VERTICAL LEG

4 
3/

8"

A

A

0

3/16

3/16

T/WALL

TYPICAL

EXPANSION JOINT

CUT BLOCK INFILL

PROVIDE GRIP STAY
ANCHOR AT EACH COURSE

TYPICAL TOP OF WALL BOND BEAM
STOPS SHORT OF BEAM WHERE
INTERRUPTED

5'�0" LONG BOND BEAM IN FIRST
FULL COURSE BELOW BEAM

PROVIDE TOP BRACE AT ALTERNATE
SIDES OF WALL ON EACH SIDE OF BEAM
SEE TYPICAL TOP BRACE DETAILS
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ADD VERTICAL REINFORCEMENT
IN EACH CELL ADJACENT TO BEAM
WHEN TOP OF WALL BOND BEAM
IS INTERRUPTED

T/SLAB OR ROOF DECK

TYPICAL WALL REINFORCEMENT
SEE TYPICAL CMU NON�BEARING
WALL REINFORCEMENT SCHEDULE

L 4 x 4 x 3/8 x 1'�0" LONG AT 4'�0" OC
SEE NOTE 1

SEE TYPICAL CMU NON�BEARING
WALL ELEVATIONS FOR
INFORMATION

1/4" DIA HILTI KWIK�PRO
SELF DRILLING SCREWS

NOTE:

1. AT CONTINUOUS WALL INTERSECTIONS, SEE TYPICAL PLAN DETAIL AT MASONRY WALL WITH 
INTERLOCKED INTERSECTIONS FOR BRACE SPACING REQUIREMENTS

FLAT PLATE 3/16"

ROOF DECK
SEE PLAN
20 GAGE MINIMUM

1" MINIMUM CLEAR
(�0", +1/2")

1"

3/16" PLATE TYPICAL UON
1/4" PLATE WHERE 2 ROWS OF
SCREWS ARE REQUIRED

L 4 x 4 CENTERED ON FASTENED FLUTES

WALL NOT SHOWN FOR CLARITY

CL LOW DECK FLUTE
TYPICAL

1'
�6

"

1"

1'�9"

1 ROW OF (3) SCREWS EACH END FOR
WALLS WITH H <= 19'�0"

1"

2 ROWS OF (3) SCREWS EACH END FOR
WALLS WITH H >19'�0"

A

  DETAILA

1/8 4"

1/8 4"
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 1" = 1'�0"

TYPICAL TOP BRACE DETAIL AT INTERIOR CMU WALL
TO UNDERSIDE OF SLAB ON DECK � FLUTES PARALLEL

1

NOT TO SCALE5

TYPICAL TOP BRACE DETAIL AT INTERIOR CMU WALL TO
UNDERSIDE OF SLAB ON DECK � FLUTES PERPENDICULAR

 1" = 1'�0"

TYPICAL NON�BEARING EXTERIOR WALL TO DIAPHRAGM DETAIL
2

 1 1/2" = 1'�0"

TYPICAL TOP BRACE DETAIL UNDER STEEL BEAM AT INTERIOR CMU WALL
3

 1" = 1'�0"

TYPICAL DETAIL OF CMU NON�BEARING WALL AT PERPENDICULAR STEEL BEAM
6

NOT TO SCALE4

TYPICAL TOP BRACE DETAIL AT INTERIOR CMU WALL TO
UNDERSIDE OF ROOF DECK � FLUTES PERPENDICULAR (PARALLEL, SIM)

ISSUED FOR CONSTRUCTION 07/03/12


